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al Scope of Work

AL SWITCH GEAR AND EXISTING AUTOMATIC TRANSFER
NNECT EXISTING FEEDERS THAT ARE CURRENTLY FED FROM
O NEW MDP.

AIN BREAKER FOR RIC SERVICE

G ELECTRICAL EQUIPMENT IN ELECTRICAL ROOM THAT ARE ABANDONED

> 400 AMP PANEL IN THE ELECTRICAL ROOM FROM NEW MAIN DISTRIBUTION

5 NG FOR ALL EXISTING PANELS IN THE CITY HALL BUILDING. THE LABELING
N DE OVIDING BRANCH CIRCUIT IDENTIFICATIONS AND PROVIDING A STICKER LABEL
AT THE EXISTING OUTLETS AND DISCONNECTS WITH CIRCUIT NUMBER AND PANEL THAT IS FED
ROM.

6) PROVIDE POWER FOR NEW AND/OR REPLACED HVAC EQUIPMENT IN BASEMENT AND FIRST
FLOOR OFFICE.
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Section-1: EXiSting Electrical Service Description
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EXISTING ELECTRICAL SWITCH GEAR
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Service Description

) : WER SYSTEM
04/09/2013 - U4/09/2013
\ . 2 TRANSFER SMITC

EXISTING EXISTING AUTOMATIC
ELECTRICAL METER TRANSFER SWITCH
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TO BE REMOVED EXISTING BRANCH FEEDERS
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Section-1: Proposed Electrical Service
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PROPOSED ELECTRICAL ROOM LAYOUT
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Section-1 : Proposed Electrical Service
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PROPOSED RISER DIAGRAM
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ical Scope of Work

T A/C UNIT FOR BASEMENT WITH NEW 10-TON SPLIT SYSTEM.
CU IS LOCATED ON EXISTING STAND - 2P FLOOR .
PLACED WITH NEW.

N

\

G DUCTWORK

Il RST FLOOR FROM BASEMENT A/C UNIT.
AIN SUPPLY DUCT IN

SNIR

FRESH AIR DUCT TO AHU LOCATION

J/A OPENING AND GOOSENECK FOR BASEMENT O/A INTAKE

ING WALL MOUNTED BASMENT EXHAUST FAN WITH NEW

PROVIDE MANUAL DAMPERS ON EXISTING EXHAUST DUCT IN BASEMENT AND BALANCE PER
CFM SHOWN ON PLAN

ROVIDE AND INSTALL NEW 5-TON SPLIT SYSTEM FOR OFFICE AREA ON FIRST FLOOR. ACCU
WILL BE LOCATED ON A NEW MIAMI-DADE APPROVED STAND ON SECOND FLOOR
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ISTIN@AHU—NENT EXISTING ACCU (BASEMENT) — 20 FLOOR
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EXISTING A/C DUCT FEEDING FIRST FLOOR

BASEMENT
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EXISTING EXHAUST FAN - BASEMENT

BASEMENT
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MECHANICAL, EL

Scope of Work

ER PIPE THAT PASSES ABOVE ELECTRICAL

ASED WITH 2" THICK CONCRETE.

L MINIMUM 4" INTO THE EXISTING SLABS (ON
CRETE EPOXY 12" FROM WALL AND

RELOCATE ANY ELECTRICAL BRANCH CIRCUIT CONDUIT OR
AT RUNS OR LOCATED IN THE ENCASEMENT SPACE
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PIPE ABOVE ELECTRICAL SERVICE
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